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Backbone to Power Delivery

FREQUENCY DEVIATION
® Total Energy
Transmitted(GWh): 90
5,620.19
© Max System 80 76.09
Demand (MW):
3,371.00 70
® Average Demand (MW): 60
254570
® Load Factor (%) 50
75.28%
40
ber of Li 30
Number of Lines 21.91
Outages 20 15
—Planned (#):
9l 10
“Unplanned (#):
175 0

% Of times frequency was within limits % Of times frequency was outside limits
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Manual Load
Shedding

~Number of Incidences (#):

14
~Total Duration (hh:mnm): 180
4:00
160 156
140
SAIDI: System Average
Interruption Duration Index 120
99.7 99.68
SAIFI: System Average 100
Interruption Frequency
Index 80
60
42
40
20
>2 1m
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SAIDI (Mins/Customer) SAIFI (No. of Times) Transmission System
Availability (%)
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