PUBLIC UTILITIES REGULATORY COMMISSION (PURC)

Public Utilities Regulatory Information Systems (PURIS)
Ist Quarter, 2020

4 N\ . .
Performance Statistics
6&GRIDCo

Backbone to Power Delivery

180
® Total Energy
Transmitted(GWh): 160
4,987.28

® Max System 140
Demand (MW):
2,957.00 120

e Average Demand (MW): 100

99.7 99.6
2,283.55
e Load Factor (%) 80
77.23%
60
. 40
Number of Lines
Outages
20 5.2
“Planned (#): 0.68
62 0

LUnplanned (#): SAIDI (Mins/Customer) SAIFI (No. of Times) Transmission System
312 Availability (%)

INDICATOR

Automatic Load W Annual Benchmark ~ ®2020 Q1 Performance
Shedding

~Number of Incidences (#):

4
~Total Duration (hh:mnm): FREQU ENCY DEV'AT'ON
7:45
90 85
80 74.1
Manual Load 70
Shedding
~Number of Incidences (#): 60
132
~Total Duration (hh:mnm): 50
203:40
40
30 25.9
SAIDI: System Average
Interruption Duration Index
20 15
SAIFI: System Average 10
Interruption Frequency
Index
0
% Of times frequency was within limits % Of times frequency was outside limits

W Annual Benchmark  m2020 Q1 Performance




